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PROJECT MANUAL TABLE OF CONTENTS 

Except as included below, the Division 00 and Division 01 Specification Sections 
have been prepared by the owner and are included as an Exhibit to the Job Order 
Contracting Master Agreement, as are the Uniform General Conditions. 
 

A – PROCUREMENT AND CONTRACTING REQUIREMENTS GROUP 

   DIVISION 00 PROCUREMENT AND CONTRACTING REQUIREMENTS 

 
2013 Uniform General Conditions for University of Texas 

System Building Construction Contracts 

Issued Under 

Separate Cover 

00 25 00     Owner’s Special Conditions 
Issued Under 

Separate Cover 

00 25 00 A Attachment “A” – Minimum Wage Rate Determination 
Issued Under 

Separate Cover 

00 25 00 B 
Attachment "B" – Facilities Planned Utility Outages 

Policy 

Issued Under 

Separate Cover 

B - SPECIFICATIONS GROUP 

DIVISION 01 GENERAL REQUIREMENTS 

   
01 31 00 Project Administration 

Issued Under 

Separate Cover 

01 32 00 Project Planning and Scheduling 
Issued Under 

Separate Cover 

01 35 16 Alteration Project Procedures 
Issued Under 

Separate Cover 

01 35 25 Owner Safety Requirements  
Issued Under 

Separate Cover 

01 35 25 A 
Attachment “A” - Maintaining Indoor Air Quality During 

Construction And Maintenance Activities Policy 

Issued Under 

Separate Cover 

01 45 00 Project Quality Control 
Issued Under 

Separate Cover 

01 57 25 Dust Control Plan 
Issued Under 

Separate Cover 

01 77 00 Project Closeout Procedures 
Issued Under 

Separate Cover 

01 78 39 Project Record Documents  

01 78 46 Maintenance Materials  

01 79 00 Demonstration and Training  

01 91 00 General Commissioning Requirements 
Issued Under 

Separate Cover 
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DIVISION 01 GENERAL REQUIREMENTS 

   

DIVISION 02 EXISTING CONDITIONS REVISION 

02 41 19 Selective Demolition  

    

DIVISION 03 CONCRETE REVISION 

    Not Used  

 

DIVISION 04 MASONRY REVISION 

   04 20 00 Unit Masonry  

 

DIVISION 05 METALS REVISION 

   05 50 00 Metal Fabrications  

 

DIVISION 06 WOOD, PLASTICS AND COMPOSITES REVISION 

   06 10 00 Miscellaneous Carpentry  

 

DIVISION 07 THERMAL AND MOISTURE PROTECTION REVISION 

   07 84 13 Penetration Firestopping 

 

 

 

07 92 00 Joint Sealants  

07 95 13 Expansion Joint Cover Assemblies  

 

DIVISION 08 OPENINGS REVISION 

    Not Used  

 

DIVISION 09 FINISHES REVISION 

   09 22 16 Non-Structural Metal Framing  

09 29 00 Gypsum Drywall  

09 30 00 Tile  

09 51 00 Acoustical Ceilings  

09 66 00 Terrazzo  

09 68 00 Carpet  

09 72 00 Wall Coverings  

09 91 00 Painting  
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DIVISION 10 SPECIALTIES REVISION 

   10 26 00 Wall and Corner Guards  

 

DIVISION 11 EQUIPMENT REVISION 

    Not Used  

 

DIVISION 12 FURNISHINGS REVISION 

 Not Used  

 

DIVISION 13 SPECIAL CONSTRUCTION EQUIPMENT REVISION 

    Not Used  

 

DIVISION 14 CONVEYING EQUIPMENT REVISION 

 Not Used  

 

DIVISION 15 RESERVED REVISION 

 

DIVISION 16 RESERVED REVISION 

 

DIVISION 17 RESERVED REVISION 

 

DIVISION 18 RESERVED REVISION 

 

DIVISION 19 RESERVED REVISION 

 

DIVISION 20 
COMMON FIRE SUPPRESSION, PLUMBING AND HVAC 

REQUIREMENTS 
REVISION 

   20 01 00 Basic Fire Suppression, Plumbing and HVAC Requirements  

20 05 29 Supports and Sleeves  

20 05 48 Vibration Isolation  

20 05 53 Piping and Equipment Identification  

20 07 19 Piping Insulation  

20 08 00 
Fire Suppression, Plumbing and HVAC Systems 

Commissioning 
 

20 08 13 
Fire Suppression, Plumbing and HVAC Systems 

Prefunctional Checklists and Start-Ups 
 

20 08 13 A 
Attachment "A" 

Example of Prefunctional Checklist 
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DIVISION 20 
COMMON FIRE SUPPRESSION, PLUMBING AND HVAC 

REQUIREMENTS 
REVISION 

20 08 13 B 
Attachment "B" 

Example of Prefunctional Checklist 
 

20 08 13 C 
Attachment "C" 

Example of Prefunctional Checklist 
 

20 08 16 
Fire Suppression, Plumbing and HVAC Systems Functional 

Performance Tests 
 

20 08 16 A 
Attachment "A"  

Example of Functional Performance Test 
 

20 08 16 B 
Attachment "B" 

Example of Functional Performance Test 
 

 

DIVISION 21 FIRE SUPPRESSION REVISION 

   21 10 13 Wet Standpipe and Sprinkler Systems  

 

DIVISION 22 PLUMBING REVISION 

   22 10 00 Plumbing Piping  

22 10 30 Plumbing Specialties  

 

DIVISION 23 HEATING, VENTILATING, AND AIR CONDITIONING REVISION 

   
23 05 90 

Contractor Coordination with Testing, Adjusting and 

Balancing 
 

23 05 93 System Testing,  Adjusting and Balancing for HVAC  

23 07 13 Ductwork Insulation  

23 31 00 Ductwork  

23 33 00 Ductwork Accessories  

23 37 00 Air Outlets and Inlets  

 

DIVISION 24 RESERVED REVISION 

 

DIVISION 25 INTEGRATED AUTOMATION REVISION 

   25 00 10 Building Automation Systems (BAS) General - Retrofit  

25 08 10 BAS Commissioning – Retrofit   

25 11 10 
BAS Basic Materials, Interface Devices, and Sensors - 

Retrofit 
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DIVISION 26 ELECTRICAL REVISION 

   26 01 00 Basic Electrical Requirements  

26 05 19 Cable, Wire and Connectors, 600 Volt  

26 05 33 Raceways, Cable Trays, and Boxes  

26 27 26 Wiring Devices  

26 28 13 Fuses, 600 Volt  

26 28 17 Motor and Circuit Disconnects  

26 51 00 Lighting Fixtures  

 

DIVISION 27 COMMUNICATIONS REVISION 

   27 00 00 Communications  

27 05 28 Pathways for Communications Systems  

27 05 53 Identification for Low-Voltage Cables  

27 15 00 Communications Horizontal Cabling  

 

DIVISION 28 ELECTRONIC SAFETY AND SECURITY REVISION 

   28 00 00 Electronic Safety and Security  

28 10 00 Access Control and Intrusion Detection Systems  

28 20 00 Electronic Surveillance  

28 30 00 Fire Alarm and Smoke Detector Systems  

 

DIVISION 29 RESERVED REVISION 

 

DIVISION 30 RESERVED REVISION 

 

DIVISION 31 EARTHWORK REVISION 

    To Be Created by Project Engineer  

 

DIVISION 32 EXTERIOR IMPROVEMENTS REVISION 

    Not Used  

 

DIVISION 33 UTILITIES REVISION 

    To Be Created by Project Engineer  

 

DIVISION 34 TRANSPORTATION REVISION 
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DIVISION 34 TRANSPORTATION REVISION 

 Not Used  

 

DIVISION 35 WATERWAY AND MARINE CONSTRUCTION REVISION 

 Not Used  

 

DIVISION 36 RESERVED REVISION 

 

DIVISION 37 RESERVED REVISION 

 

DIVISION 38 RESERVED REVISION 

 

DIVISION 39 RESERVED REVISION 

 

DIVISION 40 PROCESS INTEGRATION REVISION 

 Not Used  

 

DIVISION 41 MATERIAL PROCESSING AND HANDLING EQUIPMENT REVISION 

 Not Used  

 

DIVISION 42 
PROCESS HEATING, COOLING, AND DRYING 

EQUIPMENT 
REVISION 

 Not Used  

 

DIVISION 43 
PROCESS GAS AND LIQUID HANDLING, PURIFICATION, 

AND STORAGE EQUIPMENT 
REVISION 

 Not Used  

 

DIVISION 44 POLLUTION CONTROL EQUIPMENT REVISION 

 Not Used  

 

DIVISION 45 INDUSTRY-SPECIFIC MANUFACTURING EQUIPMENT REVISION 

 Not Used  

 

DIVISION 46 RESERVED REVISION 

 

DIVISION 47 RESERVED REVISION 
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DIVISION 48 ELECTRICAL POWER GENERATION REVISION 

 Not Used  

 

DIVISION 49 RESERVED REVISION 

 

END OF SECTION 00 01 10 
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SECTION 01 78 39 – PROJECT RECORD DOCUMENTS 

PART 1 - GENERAL 

1.01 RELATED DOCUMENTS 

A. The Contractor's attention is specifically directed, but not limited, to the Uniform General 
Conditions for University of Texas System Building Construction Contracts (UTUGCs) for other 
requirements.  

B. Drawings and general provisions of the Contract, including Division 00 and other Division 01 
Specification Sections, apply to this Section. 

C. Specifications throughout all Divisions of the Project Manual are directly applicable to this 
Section, and this Section is directly applicable to them. 

D. General project closeout requirements are included in Section 01 77 00, Project Close-out 
Procedures. 

E. General requirements for submittal of Shop Drawings and Product Data are included in the 
UTUGCs and Section 01 31 00, Project Administration. 

1.02 SUMMARY 

A. This Section specifies administrative and procedural requirements for Project Record 
Documents to be prepared and submitted by the Contractor and the Architect/Engineer, which 
include but are not limited to: 

1. Record Documents 

2. Record Drawings 

3. Record Specifications 

4. Final Drawings 

5. Final Specifications 

1.03 REFERENCE STANDARDS 

A. The latest published edition of a reference shall be applicable to this Project unless identified 
by a specific edition date. 

B. All reference amendments adopted prior to the Effective Date of this Agreement shall be 
applicable to this Project. 

1.04 DEFINITIONS 

A. The following terms used within the Section are defined in the UTUGCs, unless otherwise 
defined herein: 

1. Contract Documents  

2. Construction Documents  

3. Drawings 

http://www2.mdanderson.org/depts/cpm/standards/specs/div00/2013%20UGC-SGC.pdf
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4. Final Drawings: The Drawings from the Contract Documents that have been professionally 
electronically drafted reflecting the as-constructed conditions of the Work based upon the 
information provided by the Contractor as reflected in the Record Documents. 

5. Final Specifications: Specification section of the Project Manual compiled, and 
incorporating all additions and edits to the Specification issued to Contractor for 
construction. 

6. Project Workspace: Is the Owners Internet-based Project Management System 

7. Record Documents 

8. Records Document Edit Log: A log documenting all markings or information added to the 
Record Documents.  

9. Record Submittal: Approved product submittal and Shop Drawing, including 
documentation of all Architect/Engineer and Owner comments. 

10. Shop Drawings  

11. Specifications  

12. Submittals: Shop drawings, material data, samples, and product data to verify that the 
correct products and quantities will be installed on the project. 

13. Supplemental Documents: Examples of Supplemental Documents include, but are not 
limited to:  HVAC ductwork, hydronic and plumbing piping, sprinkler piping, switchgear, 
and custom air handling units. 

B. Redline Documents: See Record Documents. 

C. As-Built Drawings: See Record Documents. 

D. Final Specifications – Specification section of the Project Manual compiled, incorporating all 
additions or edits to the specification issued to contractor for construction. 

E. Final Drawings: The Drawings from the Contract Documents that have been professionally 
electronically drafted reflecting the as-constructed conditions of the Work from the Record 
Documents. 

PART 2 - PRODUCTS 

2.01 REQUIREMENTS FOR RECORD DOCUMENTS 

A. During progress of the Work, Contractor shall maintain a set of Record Documents and Shop 
Drawings at the Site. Contractor must update these documents weekly, at a minimum, with 
mark-ups of actual installations that vary from the Work as originally shown.  Contractor shall 
include all Drawings issued as addenda, clarifications, or Change Orders. 

B. Contractor shall maintain and have available for review in conjunction with project progress 
meetings, a current set of the marked-up Record Documents and Shop Drawings.  Availability 
for review and acceptability of both the format and content are prerequisites for certification 
and acceptance of the Application for Payment by the Owner and Architect/Engineer. 

C. Contractor shall not use Record Documents for construction purposes. Contractor must protect 
Record Documents from deterioration and loss in a secure location. 


